Testing drinking water systems for the presence of Legionella colonization is a proactive approach to assess and reduce the risk of Legionnaires' disease. Previous studies suggest that there may be a link between Legionella positivity in the hot water return line or certain water quality parameters (temperature, free chlorine residual, etc.) with distal site Legionella positivity. It has been suggested that these measurements could be used as a surrogate for testing for Legionella in building water systems. We evaluated the relationship between hot water return line Legionella positivity and other water quality parameters and Legionella colonization in premise plumbing systems by testing 269 samples from domestic cold and hot water samples in 28 buildings. The hot water return line Legionella positivity and distal site positivity only demonstrated a 77.8% concordance rate. Hot water return line Legionella positivity compared to distal site positivity had a sensitivity of 55% and a specificity of 96%. There was poor correlation and a low positive predictive value between the hot water return line and distal outlet positivity. There was no correlation between Legionella distal site positivity and total bacteria (heterotrophic plate count), pH, free chlorine, calcium, magnesium, zinc, manganese, copper, temperature, total organic carbon, or incoming cold-water chlorine concentration. These findings suggest that hot water return line Legionella positivity and other water quality parameters are not predictive of distal site positivity and should not be used alone to determine the building's Legionella colonization rate and effectiveness of water management programs. Author Contributions: Conceptualization, F.P.S.III and J.E.S.; formal analysis, J.L.B., X.M., and M.M.W.; investigation, D.P. and X.M.; writing-original draft preparation, D.P., J.L.B. and X.M.; writing-review and editing, D.P., J.L.B., X.M., F.P.S.III, M.M.W., and J.E.S.; visualization, D.P. and J.L.B.; supervision, F.P.S.III and J.E.S. Funding: This research received no external funding.
Introduction
Legionella is considered an opportunistic human pathogen and these bacteria have been found in up to 70% of building water systems [1] . In recent molecular studies, Legionella pneumophila was isolated from 38% of buildings sampled including 42% of residences and 35% of office buildings [2] , and in 47% of all taps in a study of buildings and homes in the United States [3] . Legionella colonization of potable water systems can pose a public health risk, especially for immunocompromised individuals [1, 4] .
Several organizations including ASHRAE (formerly known as the American Society of Heating, Refrigerating and Air-Conditioning Engineers), the World Health Organization, the American Industrial Hygiene Association, and the Centers for Disease Control and Prevention recommend the creation of water management programs aimed at preventing the growth and spread of Legionella and other waterborne pathogens [5] [6] [7] [8] .
Testing water for the presence of Legionella is the most direct means of determining whether the building water system is colonized by Legionella [9, 10] and its usefulness has been discussed in multiple technical guidelines [7, 11, 12] . The correlation with disease risk has been well established in healthcare facilities [13] [14] [15] [16] , but risk has also been demonstrated in hotels and other commercial properties. Rather than recommend testing for the bacteria, some guidelines and standards have suggested that building design or physical and chemical properties of the water can be used as predictors of risk or to demonstrate that water management programs have effectively controlled the growth and spread of Legionella [5, 8] .
For example, ASHRAE selected certain physical properties of buildings as requisite characteristics for requiring a water management program [5] . This included building height (greater than 10 stories including below grade), which had previously been found to have an increased presence of Legionella in the buildings' water heaters [17, 18] . The Centers for Disease Control and Prevention (CDC) and the Centers for Medicare and Medicaid Services (CMS) recommend that temperature, pH, and free chlorine be tested at numerous outlets when doing a Legionella risk assessment [8, 19] . Others have suggested that the temperature of the hot water in the recirculation line of a building [20] or other water quality parameters could predict the presence or absence of Legionella at the distal outlets (faucets and showers) [20] [21] [22] [23] .
There is a problem with these recommendations. There is little data to support them. If such monitoring is to be performed and relied upon as part of risk assessments and water management programs, the expectation is that this information will have some relationship to either the presence or absence of Legionella.
It is important that we better understand these assumptions. Therefore, we performed a large-scale field investigation to evaluate the presence of Legionella in premise plumbing systems in 28 buildings in New York City, San Francisco, and New Jersey. The objective of the study was to (1) evaluate the potential of using hot water return line Legionella positivity as an indicator of distal site Legionella colonization risk in these buildings and (2) evaluate the correlation between water quality parameters and the presence of Legionella in water systems.
Results

Legionella Positivity Correlation
A total of 269 samples were cultured for Legionella from domestic cold and hot water samples in 28 different buildings and from 45 recirculating hot water systems. Legionella was cultured from 65/269 (24.2%) samples from 15/28 (53.6%) buildings sampled. The hot water return line sample was positive in 12/45 (26.7%) systems ( Figure 1 ). Positive distal sites (faucets) were observed in 20/45 (44.4%) of the hot water systems. L. pneumophila was the only species of Legionella isolated from these water samples. There was a trend towards larger buildings having more distal site positivity, however this was not statistically significant (p = 0.06). Legionella was isolated from at least one distal site in 91.7% (11/12) of the hot water systems that also had Legionella isolated from the hot water return line, with an average distal site positivity of 83.3% ± 8.7% (Figure 2 ). Legionella was isolated from at least one distal site in 27.3% (9/33) of the hot water systems with a Legionella negative hot water return line, with an average distal site positivity of 13.1% ± 4.3% ( Figure 2 ). In 35 of the 45 sampled hot water systems, there was agreement between Legionella distal site positivity and hot water return line Legionella positivity, resulting in a 77.8% concordance rate. Legionella was isolated from at least one distal site in 91.7% (11/12) of the hot water systems that also had Legionella isolated from the hot water return line, with an average distal site positivity of 83.3% ± 8.7% ( Figure 2 ). Legionella was isolated from at least one distal site in 27.3% (9/33) of the hot water systems with a Legionella negative hot water return line, with an average distal site positivity of 13.1% ± 4.3% ( Figure 2 ). In 35 of the 45 sampled hot water systems, there was agreement between Legionella distal site positivity and hot water return line Legionella positivity, resulting in a 77.8% concordance rate.
We then analyzed if hot water return line Legionella positivity was able to correctly predict whether the distal sites would be positive or negative for Legionella. Hot water return line positivity was related to distal site positivity (p = 0.002), with a sensitivity of only 55% (11/20) and a specificity of 96% (24/25). However, when hot water return line positivity was used as a screening tool for distal site positivity, the positive predictive value was 91.7% and the negative predictive value was only 72.7%. The average distal site concentration of Legionella in systems with a positive hot water return was 483.5 ± 147.4 CFU/mL, versus 20.7 ± 8.4 CFU/mL in negative hot water returns (p < 0.003) ( Figure 2 ). We then analyzed if hot water return line Legionella positivity was able to correctly predict whether the distal sites would be positive or negative for Legionella. Hot water return line positivity was related to distal site positivity (p = 0.002), with a sensitivity of only 55% (11/20) and a specificity of 96% (24/25). However, when hot water return line positivity was used as a screening tool for distal site positivity, the positive predictive value was 91.7% and the negative predictive value was only 72.7%. The average distal site concentration of Legionella in systems with a positive hot water return was 483.5 ± 147.4 CFU/mL, versus 20.7 ± 8.4 CFU/mL in negative hot water returns (p < 0.003) ( Figure  2 ).
Heterotrophic Plate Count (HPC) and Chemical Parameter Correlation
All samples collected were also cultured for heterotrophic plate count (HPC) bacteria (Table 1) . HPC concentrations in hot water samples ranged from 3 CFU/mL to 2,100,000 CFU/mL. Statistical analysis showed no correlation between distal site HPC concentration and Legionella distal site positivity (p = 0.788) ( Figure 3 ). The best-fit linear regression line demonstrates that HPC concentration explains only 0.68% of the variance in Legionella distal site positivity (R 2 = 0.0068). 
All samples collected were also cultured for heterotrophic plate count (HPC) bacteria (Table 1) . HPC concentrations in hot water samples ranged from 3 CFU/mL to 2,100,000 CFU/mL. Statistical analysis showed no correlation between distal site HPC concentration and Legionella distal site positivity (p = 0.788) ( Figure 3 ). The best-fit linear regression line demonstrates that HPC concentration explains only 0.68% of the variance in Legionella distal site positivity (R 2 = 0.0068). Mn (mg/L) 0.02 ± 0.03 0.02 ± 0.02 0.03 ± 0.12 0.03 ± 0.11 Cu (mg/L) 0.09 ± 0.20 0.05 ± 0.06 0.30 ± 0.51 0.19 ± 0.23 TOC (mg/L) NT NT 1.85 ± 0.26 NT NA: 48.7% samples were with Fe concentration below detection limit of 0.03 mg/L, detectable Fe concentration ranged from 0.03 to 4.6 mg/L; 76.2% samples were with Pb concentration below detection limit of 0.001 mg/L; Pb concentrations in detectable samples ranged from 0.001 to 0.63 mg/L. NT: not tested. TOC = Total Organic Carbon. The water from distal outlets was analyzed for pH, free chlorine, calcium (Ca), magnesium (Mg), zinc (Zn), manganese (Mn), copper (Cu), and TOC. These results were analyzed for correlation with distal site positivity ( Table 1) . None of the measured parameters were shown to have a correlation with Legionella distal site positivity (p values > 0.05). Hot water return line pH, free chlorine, calcium, magnesium, zinc, manganese, and copper also were not correlated with Legionella distal site positivity (p values > 0.05). No comparisons could be made between either distal site or hot water return line iron (Fe) or lead (Pb) concentrations and Legionella distal site positivity because the concentrations were below the lower detection limit of the test method in 49% and 77% of samples for iron and lead, respectively. The water from distal outlets was analyzed for pH, free chlorine, calcium (Ca), magnesium (Mg), zinc (Zn), manganese (Mn), copper (Cu), and TOC. These results were analyzed for correlation with distal site positivity ( Table 1) . None of the measured parameters were shown to have a correlation with Legionella distal site positivity (p values > 0.05). Hot water return line pH, free chlorine, calcium, magnesium, zinc, manganese, and copper also were not correlated with Legionella distal site positivity (p values > 0.05). No comparisons could be made between either distal site or hot water return line iron (Fe) or lead (Pb) concentrations and Legionella distal site positivity because the concentrations were below the lower detection limit of the test method in 49% and 77% of samples for iron and lead, respectively.
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Distal site temperatures averaged 119.95 • F after a 1-min flush. Distal site temperature was not statistically related to the distal site Legionella positivity (p = 0.170). Distal sites with no Legionella recovered trended towards higher hot water return temperatures, with an average 9.7 • F higher temperature. However, this was not statistically significant (p = 0.0687).
When using 124 • F, the minimum recommended return circulation temperature [24] , as a threshold for Legionella distal site positivity, there was an association between the two values (p = 0.013) (Figure 4 ). This hot water return temperature threshold value had a sensitivity of 65% (13/20) and a specificity of 72% (18/25) for determining the Legionella distal site positivity. However, the positive predictive value was only 65% (13/20) and the negative predictive value was 72% (18/25). This recommended temperature threshold is a poor screening test for distal site positivity (receiver operating characteristic (ROC) curve area = 0.68). In the buildings with a hot water return temperature > 124 • F, 28% (7/25) were still positive for Legionella in distal sites.
threshold for Legionella distal site positivity, there was an association between the two values (p = 0.013) ( Figure 4 ). This hot water return temperature threshold value had a sensitivity of 65% (13/20) and a specificity of 72% (18/25) for determining the Legionella distal site positivity. However, the positive predictive value was only 65% (13/20) and the negative predictive value was 72% (18/25). This recommended temperature threshold is a poor screening test for distal site positivity (receiver operating characteristic (ROC) curve area = 0.68). In the buildings with a hot water return temperature > 124 °F, 28% (7/25) were still positive for Legionella in distal sites. 
Incoming Cold-Water Chlorine Concentration
Incoming cold-water chlorine concentration was analyzed to determine if the concentration could be used as a predictor of Legionella distal site positivity. Incoming cold-water chlorine measurements were available from 20 buildings. Using 0.5 mg/L as the threshold for the acceptable level of free residual chlorine found in drinking water [25] , there was no correlation between incoming chlorine concentration and Legionella positivity (p = 0.582) ( Figure 5 ). This 0.5 mg/L incoming chlorine threshold fails as a screening tool for Legionella distal site positivity (ROC curve area = 0.47). 
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Discussion
Public health agencies and some guidance documents recommend monitoring temperature and water quality parameters as part of Legionella risk assessments and water management programs. A reasonable assumption in following these recommendations is that there is some relationship to Legionella presence or absence.
However, few studies have been conducted to evaluate these relationships and to determine if 
However, few studies have been conducted to evaluate these relationships and to determine if any of these surrogate measurements can substitute for Legionella sampling in assessing risk or effectiveness of control measures [20] [21] [22] [23] and there is a growing interest for a more efficient sampling approach for water system Legionella testing [20, 26] . In this study we measured Legionella positivity, heterotrophic plate count bacteria, and other water physicochemical parameters, including temperature, free chlorine concentration, pH, calcium, magnesium, total organic carbon, iron, zinc, lead, manganese, and copper concentrations. We also evaluated the correlation between hot water return line Legionella positivity or these other water quality parameters to determine if any of these relationships were predictive of Legionella distal site positivity.
Our analysis showed that the concordance rate between hot water return line Legionella positivity and distal site Legionella positivity was 77.8%. This was similar to a previous report of 79% concordance between the hot water recirculation loop and distal sites [20] . In the current study, we further determined the sensitivity and specificity of using hot water return line Legionella positivity as a screening tool to predict distal site Legionella positivity. The low sensitivity (55%) indicates a low probability of finding distal site Legionella colonization based on the hot water return line Legionella positivity alone. In many cases, hot water return lines that yielded no Legionella had positive distal sites in that system.
Studies have linked the presence of Legionella in building water systems to water physicochemical parameters such as trace elements concentration, pH, and temperature. A significant association between Legionella presence and concentrations of Mn, Zn, and Fe was reported previously [22] . In another report, iron was significantly higher (average 1.43 mg/L) in Legionella positive public building water samples compared to Legionella negative samples (average 0.09 mg/L) [27] . This association was also seen with residential water systems [28] . In the present study, statistical analysis of the correlation between Legionella positivity and Fe as well as Pb concentration was not possible, because 49% and 77% of total samples had Fe and Pb concentrations lower than the lower detection limit (0.06 and 0.002 mg/L, respectively). Copper concentrations of > 0.05 mg/L have been associated with a lower risk of Legionella colonization [29] .
We observed no statistically significant correlation between distal site Legionella positivity and HPC, temperature, pH, free chlorine (incoming cold water and distal site), Ca, Mg, Zn, Mn, Cu, and hot water return TOC. We found HPC concentration to be a poor predictor of Legionella positivity. HPC concentration was only able to explain 0.68% of the variation in Legionella distal site positivity. These results are consistent with a previous report that also showed the lack of correlation between total bacterial counts, measured by HPC, and Legionella colonization [23] .
Legionella negative hot water systems trended towards higher temperature, Ca concentration, and lower hot water return TOC concentration, however, these were not statistically significant. In contrast to one other study, we found no correlation between Legionella colonization and manganese in building water systems [30] . Legionella positive systems trended towards higher Mn concentration on average, although this relationship was also not statistically significant.
From our experience, buildings > 10 stories high often have multiple centralized hot water systems installed to serve different building zones. The complexity of these centralized hot water systems lead to favorable environments for Legionella colonization, such as increased water age, favorable temperatures, and a lack of disinfectant residual [2, 18, 27, 31, 32] . Previous studies have shown a correlation between the building size and Legionella growth. These studies have indicated that larger buildings (>10 stories) and those with centralized hot water systems are more likely to support Legionella growth [17, 18] .
We did not see a statistical relationship in our study, between building size and Legionella positivity, however our data suggest the need for further investigation with larger data sets.
The risk of acquiring Legionnaires' disease has been previously associated with high levels of distal site Legionella positivity (>30%) [1, 9, [13] [14] [15] . Localized Legionella colonization at the point-of-use such as faucets and shower heads had been frequently observed and linked to the risk of susceptible individuals [33] [34] [35] and would serve as a patient-water system interaction point. Monitoring a facility's water system for Legionella colonization involves sampling distal hot water outlets regularly, which may necessitate the collection of numerous samples, especially for large facilities with multiple hot water systems [6, 20] .
Based on our study, sampling and culturing only the hot water return lines for Legionella presence demonstrates a low sensitivity of identifying Legionella colonization and therefore Legionnaires' disease risk. Similarly, the measured water quality parameters were not predictors of Legionella distal site positivity. Hot water temperature or incoming cold-water chlorine thresholds, 124 • F and 0.5 mg/L, respectively, also did not serve as good screening tools for Legionella colonization. In facilities with high risk residents, such as hospitals and long-term care facilities, a more conservative approach of direct sampling of at least 10 distal sites is recommended [9, 36, 37] . Based on our results, we recommend that in lower risk facilities, such as commercial or administrative buildings, sampling at least three distal sites and the hot water return should be done for routine surveillance in each hot water system. If positive samples are found, a more thorough examination of the extent and location of colonization may be warranted especially in office buildings where Legionella has been found to persist regardless of building age [2] . In ASHRAE Standard 188, an important part of any water management program is to ensure that there is validation of the program's efficacy. This is to ensure the water management program is controlling identified hazardous conditions, specifically the risk of Legionella growth and spread. Our results demonstrate that these surrogate measurements cannot be used to validate the control of Legionella risk at a facility because they are not predictive of the presence or absence of Legionella species.
Materials and Methods
Sample Collection and Onsite Water Quality Parameter Measurements
Bulk water samples were collected from 28 buildings in New York City (25 buildings), San Francisco (two buildings), and New Jersey (one building) from March to September 2015. The sampled buildings included commercial buildings ranging from 5 to 57 floors. Samples were collected from the incoming cold-water per building, cold-water storage tank per cold water system, three hot water distal outlets per hot water system (near, mid and far), and the hot water return line from each hot water system.
Cold water and hot water return line samples were collected after a 1-min flush. A 1 L sample with sodium thiosulfate for microbiological analyses and a 250 mL sample preserved with nitric acid for metal analyses (iron (Fe), copper (Cu), lead (Pb), zinc (Zn), calcium (Ca), magnesium (Mg), and manganese (Mn)) were collected. Hot water distal outlet samples were collected and treated as above, but the 1 L microbiological sample was taken prior to flushing. Additionally, for hot water return line samples, two 50 mL vials with hydrochloric acid preservative were collected for total organic carbon (TOC) testing. Measurements for temperature, pH, and free chlorine were conducted onsite after sample collection.
Temperature, pH, and free chlorine residual concentration were measured on-site at the time of sample collection using a digital thermometer, portable Hach 900 colorimeter, and Oakton Acorn pH meter following the manufacturer's protocols. Samples for microbiological analyses were shipped on ice overnight to Special Pathogens Laboratory (Pittsburgh, PA, USA) and samples for metal analyses and total organic carbon testing were shipped to ALS Environmental (Middletown, PA, USA).
Microbiological Analyses
Legionella culture was conducted using buffered charcoal yeast extract agar (BCYE) (Remel, Lenexa, KS, USA) and selective media supplemented with glycine, vancomycin, and polymyxin B (DGVP) [38] using a modified ISO method [39, 40] . Heterotrophic plate count (HPC) bacteria culture was performed using R2A agar (Remel, Lenexa, KS, USA) following standard method 9215B [41] . Culture media plates were prepared in-house with dehydrated media as noted above.
Statistical Analyses
For categorical data (building size, dichotomized threshold variables) Legionella positivity was compared using the Chi square test. Logistic models were used to evaluate Legionella positivity (presence/absence) and continuous variables (HPC, temperature, pH, free chlorine, calcium, magnesium, zinc, manganese, copper, and total organic carbon). A receiver operating characteristic (ROC) curve and the area under the curve (AUC) were generated to evaluate the utility of hot water return line temperature (dichotomized by recommended threshold) for predicting Legionella positivity. All statistics were performed using Stata version 13.0 (Stata Corp, College Station, TX, USA). A linear regression, and resulting R 2 value, was generated to evaluate the utility of HPC concentration for predicting Legionella positivity using Microsoft Excel.
Conclusions
Water quality measurements, including hot water return line Legionella positivity, total bacterial counts, temperature, and other physicochemical parameters, have previously been sought or suggested as alternative approaches to determine the Legionella risk for a building's water system instead of directly culturing the system. We found a concordance rate of only 77.8% between hot water return Legionella positivity and distal site Legionella positivity. Additionally, using hot water return line positivity as a predictor for Legionella distal site positivity had a sensitivity of only 55% and a specificity of 96%. There was no significant correlation between Legionella positivity and any water quality parameter (HPC, temperature, incoming cold-water chlorine, or physicochemical concentrations) tested. Neither hot water return line Legionella positivity nor other water quality parameters are suitable as a surrogate or stand-alone replacement for sampling and culturing distal sites for Legionella colonization in building water systems, especially in facilities with higher-risk populations.
